RECEIVED

JUN 26 2009

BY.
BUREAU OF PUBLIC WATER SUPPLY

CALENDAR YEAR 2008 CONSUMER CONFIDENCE REPO N 7=
CERTIFICATION FORM ‘&7 ;'l
’%eu;\r( Acces e

Public Water Supply Name

E-S
PWS ITD nL90009
List PWS ID #s for all Water Systems Covered by this CCR

The Federal Safe Drinking Water Act requires each community public water system to develop and distribute a consumer
confidence report (CCR) to its customers each year. Depending on the population served by the public water system, this CCR
must be mailed to the customers, published in a newspaper of local circulation, or provided fo the customers upon request.

Please Answer the Following Questions Regarding the Consumer Confidence Report
7.8 Customers were informed of availability of CCR by: (Attach copy of publication, water bill or other)
Advertisement in local paper

¥ On water bills
0 Other

Date customers were informed:«? 4 12&6]1 899

O CCR was distributed by mail or other direct delivery. Specify other direct delivery methods:
Date Mailed/Distributed:___/ _/
CCR was published in local newspaper. (Attach copy of published CCR or proof of publication)
Name of Newspaper:

Date Published: [/

CCR was posted in public places. (Attach list of locations)
Date Posted:__ / /

CCR was posted on a publicly accessible internet site at the address: www.

CERTIFICATION

I hereby certify that a consumer confidence report (CCR) has been distributed to the customers of this public water system in
the form and manner identified above. 1 further certify that the information included in this CCR is true and correct and is
consistent with the water quality monitoring data provided to the public water system officials by the Mississippi State
Department of Health, Bureau of Public Water Supply.

e -24-09

Date

Mail Completed Form to: Bureau of Public Water Supply/P.O. Box 1 700/Jackson, MS 39215
Phone: 601-576-7518



CONFIRMATION OF NOTICE

Community
(C)

Mississippi State Department of Health
Bureau of Public Water Supply

P O Box 1700

Jackson, Mississippi 39215-1700

PWS Narmne: K- \< ALcre S

PWS ID #: Deb00014
For Violation: __ "WResidial Moitoria iq
Oceurring on: 07 /2007

The public water system indicated above hereby affirms that public notice has been provided to
consumers in accordance with the delivery, content, and format requirements and deadlines given by

method(s) indicated below:

Notice distributed by on
(hand or direct delivery) {date)
Notice distributed by ywail o 4o o A e2L-DF
(mail, as a separate notice or included with the bill) (date)
Notice distributed by
(alternate method if applicable) (date)
\5_( G N3 i ___@M__ WWWWWWW O & i 24 - D ?
(Sigﬁ‘amrc) (Title) (Date)



2008 Quality Water Report
Back Acres
[PWS ID# 0690009]
June 2009

We're pleased to present to you this year's Annual Water Quality Report. This report is designed to inform
you about the quality water and services we deliver to you every day. Our constant goal is to provide you with a
safe and dependable supply of drinking water. We want you to understand the efforts we make to continually
improve the water treatment process and protect our water resources. We are commited to ensuring the quality
of your water. Our water source is a ground water well that pumps from the Lower Wilcox Aquifer
Our source water assessment is available upon request.
I'm pleased to report that our drinking water meets all federal and state requirements.
This report shows our water quality and what it means.
If you have any questions about this report or concerning your water utility, please contact Harry House
(Certified Water Operator) at P.O. Box 463 Senatobia, MS 38668, 662-562-8456. We want our valued
customers to be informed about their water utility.

The Baek Acres system ks routinely monitored for constituents in your drinking water according to
Federal and State laws. This table shows the results of our monitoring for the period of January 1% to December
31%,2008. As water travels over the land or underground, it can pick up substances or contaminants such as
microbes, inorganic and organic chemicals, and radioactive substances. All drinking water, including bottled
drinking water, may be reasonably expected to contain at least small amounts of some constituents. H's
important to remember that the presence of these constituents does not necessarily pose a health risk.

In this table you will find many terms and abbreviations you might not be familiar with. To help
you better understand these terms we've provided the following definitions:

Non-Detects (ND) - laboratory analysis indicates that the constituent is not present.

Parts per million (ppm) or Milligrams per liter (mg/l) - one part per million corresponds to one minute in two
years or a single penny in $10,000.

Parts per billion (ppb) or Micrograms per liter - one part per billion corresponds to one minute in 2,000 years, or
a single penny in $10,000,000.

Picocuries per liter (pCi/L) - picocuries per liter is a measure of the radioactivity in water.

Action Level - the concentration of a contaminant which, if exceeded, triggers treatment or other requirements
which a water system must follow,

Maximum Contaminant Level - The “Maximum Allowed” (MCL) is the highest level of a contaminant that is
allowed in drinking water. MCLs are set as close to the MCLGs as feasible using the best available treatment
technology.

Maximum Contaminant Level Goal - The “Goal”(MCLQG) is the level of a contaminant in drinking water below
which there is no known or expected risk to health. MCLGs allow for a margin of safety.



TEST RESULTS

Contaminant

Violation
Y/IN

Date
Collected

Level
Detected

Unit
Measurement

Range of
Detects or
f of Samples
Exceeding
MCL/ACL

MCLG

MCL

Likely Source of
Contamination

Radioactive Contaminants

Inorganic Contaminants

1074 Antimony

i1

04/10/06

<0005

ppm

0.006

0.006

Discharge from
petrolewm refineries;
fire retardants;
ceramics; eleclronics,
solder; test addition.

1005 Arsenic

04/10/06

<.0005

ppm

N/A

0.05

Erosion of najural
deposits; Runoil from
orchards; Runoff from
ghass and electronics
production wastes

1010 Barium

04/10/06

036624

Ppm

Discharge of drilling
wastes; discharge from
metal refineries;
erosion of natural
deposits

1075 Beryllium

=]

04/10/06

<000

ppim

0.004

0.004

Discharge from metat
refineries and coal-
burning factories,
Discharge from
electrical, acrospace,
and defense industries

1015 Cadmium

04/10/06

<0.0001

ppm

0.605

(.0035

Corrosion of
galvanized pipes;
Erosion of natural
deposits; Discharge
from metal refineries;
runoff from waste
batterics and paints

1020 Chromium

04/10/06

<0.0005

ppm

0.1

0.1

Discharge from steel
and pulp mills; erosion
of naiural deposits

14, Copper

07/12/07

1.6616

Ppm

AL=13

Corrosion of household
plumbing systems;
erosion of natural
deposits; leaching from
wood preservalives

1024 Cyanide

04/10/06

0.00621

ppim

0.2

0.2

Discharge from plastic
and fertilizer factories;
Discharge from
steel/metal faclories

1025 Fluoride

04/10/06

132924

pPpm

Frosion of natural
deposits; water additive
which promotes strong
teeth; discharge from
fertilizer and aluminum
factories

17. Lead

07112007

0.002

ppb

AL=0.015

Corrosion of household
plumbing systems,
crosion of natural
deposits

1035 Mercury

04/10/06

<0002

ppm

0.002

0.002

Firosion of natural




deposits; Discharge
from refineries and
factories; Runoff from
landfills; Runoff from
cropland

1040 Nitrate (as n 07/23/08 <0.08 ppm 10 10 | Runoff from fertilizer

Nitrogen) use; teaching from
septic tanks, sewage;
erosion of natural
deposits

1041 Nitrite {as n (¥7/23/08 <0.02 ppm 1 P | Runoff from fertilizer

Nitrogen) use; leaching from
septic tanks, sewage,
erosion of natural
depasits

1038 n 07/23/0 <(.1 ppm 10 10 | Run-off from fertilizer

Nitrate+Nitrite (AS use; Jeaching from

N) septic tanks, sewage;
erosion of natural
deposits

1045 Selenium n 04/10/06 <0.0005 ppm 0.05 0.05 | Discharge from
petroleum and metal
refineries; erosion of
natural deposits;
discharge from mines

1085 Thallium n 04/10/06 <0005 ppm 0.00035 0.002 | Discharge from
electronics, glass, and
Leaching from ore-
processing sites; drug
factories

Volatile Organic Contaminants

55. Benzene n 12/07/04 <(.5 ppb 4] 5 { Discharge from
factories; leaching from
gas storage fanks and
landfills

56. Carbon n 12/07/04 <().5 ppb 0 5 | Discharge from

tetrachloride chemical plants and
other industrial
aclivities

58. o- ppb 600 600 | Discharge from

Dichlorobenzene industrial chemical
factories

59. p- n 12/077/04 <(.5 ppb 75 75 | Discharge from

Dichlorobenzene industrial chemical
factories

60. 1,2 — n 12/67/04 <05 ppb 0 5 | Discharge from

Dichloroethane industrial chemical
factories

61, 11— n 12/67/04 <0.3 ppb 7 7 | Discharge from

Dichloroethiylene industrial chemicat
factories

62. cis-1,2- n 12/07/04 <0.5 ppb 70 70 | Discharge from

ichloroethylene industrial chemical
factories

63. trans- 1,2 — n 12/07/04 <().5 ppb 100 100 { Discharge from

Dichloroethylene industrial chemical
factories

64, n 12/07/04 <0.5 ppb 0 5 | Discharge from

Dichloromethane pharmaceutical and
chemical factories

65.1,2- n 124007704 <0.5 ppb 0 5 | Discharge from

Dichloropropane industrial chemical
factorics




66. Ethylbenzene n 12/07/04 <0.5 0 ppb 700 700 | Discharge from
petroleum refineries

67. Styrene n 12/07/04 <0.5 0 ppb 100 100 | Discharge from rubber
and plastic factories;
leaching from landfills

68. n 12/07/04 <0.5 0 ppb 0 5 | Leaching from PVC

Tetrachloroethylene pipes; discharge from
factories and dry
cleaners

I

69.1,2,4 - n 12/07/04 <0.5 0 ppb 70 70 Discharge from textile-

Trichlorobenzene finishing factories

70. 1,1,1 — n 12/07/04 <0.5 0 ppb 200 200 | Discharge from metal

Trichloroethane degreasing sites and
other factories

71.1,1,2 -~ n 12/07/04 <0.5 0 ppb 3 5 | Discharge from

Trichloroethane industrial chemical
factories

72. n 12/07/04 <0.5 0 ppb 0 5 | Discharge from metal

Trichloroethylene degreasing sites and
other factories

74. Toluene n 12/07/04 <0.0005 [0 ppm 1 1 | Discharge from
petroleum factories

75. Vinyl Chloride | n 12/07/04 <0.5 0 ppb 0 2 | Leaching from PVC
piping; discharge from
plastics factories

76. Xylenes n 12/07/04 <0.0005 (0 ppm 10 10 | Discharge from
petroleum factories;
discharge from
chemical factories

TTHM n 09/11/07 19.67 0 ppb 0 80 | By-product of drinking

HAAS n 09/11/07 4.70 0 ppb 0 60 | water chlorination

CHLORINE RESIDUAL MONITORING VIOLATIONS

PWS ID SYSTEM NAME COMPLIANCE PERIOD SAMPLES

BEGIN DATE END DATE COLLECTED REQUIRED
0690009 Back Acres 07/01/2007 07/31/2007 0 1

Monitoring and reporting of compliance data violations
We are required to monitor your drinking water for specific constituents on a monthly basis. Results of regular
monitoring are an indicator of whether or not our drinking water meets health standards. Beginning January 1,
20004, the Mississippi State Department of Health (MSDH) required public water systems that use chlorine as a
rimary disinfectant to monitor/test for chlorine residuals as required by the Stage 1 Disinfection By-Products
Rule. Our water system failed to complete these monitoring requirements: therefore we cannot be sure of your
water quality during this particular time. [When we took the required water sample for Back Acres during the
month of July 2007, the chlorine residual was taken, but we failed to write the chlorine residual on the
sample form. The sample came back negative/good, but this resulted in the chlorine residual monitoring

violation.]

ADDITIONAL INFORMATION for LEAD

If present, elevated levels of lead can cause serious health problems, especially for pregnant women and young
children. Lead in drinking water is primarily from materials and components associated with service lines and
ome plumbing. Back Acres is responsible for providing high quality drinking water, but cannot control the
variety of materials used in plumbing components. When you water has been sitting for several hours, you can
minimize the potential for lead exposure by flushing your tap for 30 seconds to 2 minutes before using water for
drinking or cooking. If you are concerned about lead in your water, you may wish to have your water tested.




Information on lead in drinking water, testing methods, and steps you can take to minimize exposure is available
from the Safe Drinking Water Hotline or at hitp://www.epa.gov/safewater/lead. The Mississippi State Department
of Health Public Health Laboratory offers lead testing for $10 per sample. Please contact (601)576-7582 if you
wish to have your water tested.

A Message from MSDH Concerning Radiological Sampling
In accordance with the Radionuclides Rule, all community public water supplies were required to sample
quarterly for radionuclides beginning January 2007 — December 2007. Your public water supply completed
sampling by the scheduled deadline; however, during an audit of the Mississippi State Department of Health
%Ra’:gliéiogical Health Laboratory, the Environmental Protection Agency (EPA) suspended analyses and reporting of
radiological compliance samples and results until further notice.
Although this was not the result of inaction by the public water supply, MSDH was required to issue a violation.
The Bureau of Public Water Supply is taking action to resolve this issue as quickly as possible. If you have any
questions, please contact Melissa Parker, Deputy Director, Bureau of Public Water Supply, at 601-576-7518.

Some people may be more vulnerable to contaminants in drinking water than the general population. Immuno-

compromised persons such as persons with cancer undergoing chemotherapy, persons who have undergone organ
transplants, people with HIV/AIDS or other immune system disorders, some elderly, and infants can be
particularly at risk from infections. These people should seek advice about drinking water from their health care
providers. EPA/CDC guidelines on appropriate means to lessen the risk of infection by cryptosporidium and
other microbiological contaminants are available from the Safe Drinking Water Hotline.
Please call 662-562-8456 if you have questions.
We ask that all our customers help us protect our water sources, which are the heart of our community, our way
of life and our children’s future.
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BUREAU OF PUBLIC WATER SUPPLY

CALENDAR YEAR 2008 CONSUMER CONFIDENCE REPORT
CERTIFICATION FORM

-E -G \:< A cYyYes
Public Water Supply Name

OLIOCOOn 9
List PWS'ID #s for all Water Systems Covered by this CCR

The Federal Safe Drinking Water Act requires each community public water system to develop and distribute a consumer
confidence report (CCR) to its customers each year. Depending on the population served by the public water system, this CCR
must be mailed to the customers, published in a newspaper of local circulation, or provided fo the customers upon request.

Please Answer the Following Questions Regardin g the'Consumer Confidence Report
Customers were informed of availability of CCR by: (Attach copy of publication, water bill or other)
Advertisement in local paper

)L 81‘;1Water bills Corrected cc _
i ther

Date customers were informed: 07/29/ o9

N CCR was distributed by mail or other direct delivery. Specify other direct delivery methods:
Date Mailed/Distributed:___/ _/
CCR was published in local newspaper. (Attach copy of published CCR or proof of publication)
Name of Newspaper:

Date Published: [/

CCR was posted in public places. (A#tach list of locations)
Date Posted:___ / /

CCR was posted on a publicly accessible internet site at the address: www.

CERTIFICATION

I hereby certify that a consumer confidence report (CCR) has been distributed to the customers of this public water system in
the form and manner identified above. 1 further certify that the information included in this CCR is true and correct and is
consistent with the water quality monitoring data provided to the public water system officials by the Mississippi State
Department of Health, Bureau of Public Water Supply.

TCSLAR.  Cneaa oT7T=l5—-—a9
Name/Title (Egﬁsident, Mayor, Owner, etc.) Date

Mail Completed Form to: Bureau of Public Water Supply/P.O. Box 1700/Jackson, MS 39215
Phone: 601-576-7518




2008 Quality Water Report
Back Acres
[PWS ID# 0690009]
June 2009

We're pleased to present to you this year's Annual Water Quality Report. This report is designed to inform
you about the quality water and services we deliver to you every day. Our constant goal is to provide you with a
safe and dependable supply of drinking water. We want you to understand the efforts we make to continually
improve the water treatment process and protect our water resources. We are commiited to ensuring the quality
of your water. Our water source is a ground water well that pumps from the Lower Wilcox Aquifer
Our source water assessment is available upon request.
I'm pleased to report that our drinking water meets all federal and state requirements.
This report shows our water quality and what it means.
If you have any questions about this report or concerning your water utility, please contact Harry House
(Certified Water Operator) at P.O. Box 463 Senatobia, MS 38668, 662-562-8456. We want our valued
customers to be informed about their water utility.

The Back Acves system is routinely monitored for constituents in your drinking water according to
Federal and State laws. This table shows the results of our monitoring for the period of January 1* to December
31, 2008. As water travels over the land or underground, it can pick up substances or contaminants such as
microbes, inorganic and organic chemicals, and radioactive substances. All drinking water, including bottled
drinking water, may be reasonably expected to contain at least small amounts of some constituents. It's
important to remember that the presence of these constituents does not necessarily pose a health risk.

In this table you will find many terms and abbreviations you might not be familiar with. To help
you better understand these terms we've provided the following definitions:

Non-Detects (ND) - 1aboratory analysis indicates that the constituent is not present,

Parts per million (ppm) or Milligrams per liter (mg/l) - one part per million corresponds to one minuie in two
years or a single penny in $10,000.

Parts per billion (ppb) or Micrograms per liter - one part per billion corresponds to one minute in 2,000 years, or
a single penny in $10,000,000.

Ficocuries per liter (pCi/L) - picocuries per liter is a measure of the radioactivity in water.

Action Level - the concentration of a contaminant which, if exceeded, triggers treatment or other requirements
which a water system must follow.

Maximum Contaminant Level - The “Maximum Allowed” (MCL) is the highest level of a contaminant that is
allowed in drinking water. MCLs are set as close to the MCLGs as feasible using the best available treatment
technology.

Maximum Contaminant Level Goal - The “Goal”(MCLG) is the level of a contaminant in drinking water below
which there is no known or expected risk to health. MCLGs allow for a margin of safety.



TEST RESULTS

Contaminant

Violation
YN

Date
Collected

Level
Detected

Range of Unit
Detects or Measurement
# of Samples
Exceeding
MCL/ACL,

MCLG

MCL

Likely Source of
Contamination

Radioactive Contaminants

[

Inorganic Contaminants

1074 Antimony

n

04/10/06

<0005

ppm

0.006

0.006

Discharge from
petrotewin refineries;
fire retardants;
ceramics; electronics;
solder; test addition.

1005 Arsenic

04/10/06

<0005

ppm

N/A

0.05

Erosion of natural
deposits; Runoff from
orchards; Runoff from
glass and electronics
production wastes

1010 Barium

04/10/06

036624

ppm

Discharge of drilling
wastes; discharge from
metal refineries;
erosion of natural
deposits

1075 Beryllium

04/10/06

<.0001

ppm

(.004

0.004

Discharge from metal
refineries and coal-
burning factories;
Discharge from
electrical, acrospace,
and defense industries

015 Cadmium

04/10/06

<(.0001

ppm

0.005

0.005

Corrosion of
galvanized pipes;
Erosion of natural
deposits; Discharge
from metal refineries;
runoff from: waste
baileries and paints

1020 Chromium

04/10/06

<(.0005

ppm

0.1

0.1

Discharge from steel
and pulp mills; erosion
of natural deposits

14, Copper

0112707

1.6616

ppm

Al=13

Corrosion of houschold
plumbing systems;
erosion of natural
deposits; leaching from
wood preservatives

1024 Cyanide

04/10/06

0.00621

Ppm

0.2

0.2

Discharge from plastic
and fertilizer factories;
Discharge from
steel/metal factories

1025 Fluoride

04/10/06

132924

ppin

Erosion of natural
deposits; water additive
which promotes strong
teeth; discharge from
fertitizer and aluminum
factories

17. 1.ead

Q7207

0.002

ppb

AL=0.015

Corrosion of household
plumbing systems,
erosion of natural
deposits

1035 Mercury

04/10/06

<0002

ppm

0.002

0.002

Erosion of natural




deposits; Discharge
from refineries and
faclories; Runoff from
landfilis; Runoff from
cropland

1040 Nitrate {as n 07/23/08 <0.08 0 ppIn 10 10 | Runoff from fertilizer

Nitrogen) use; leaching from
septic tanks, sewage;
crosion of natural
deposits

1041 Nitrite (as n 07/23/08 <(h02 0 ppm 1 | Runoff from fertitizer

Nitrogen) use; leaching from
scptic tanks, sewage;
erosion of natural
deposits

1038 n 07/23/0 <0.1 0 ppm 10 10 | Run-off from fertilizer

Nitrate+Nitrite (AS use; leaching from

N) septic tanks, sewage;
erosion of natural
deposits

1045 Selenivm 1 04/10/06 <(.0005 | 0 ppm 0.05 0.05 | Discharge from
petroleum and metal
refineries; erosion of
natural deposits;
discharge from mines

1085 Thallium n 04/10/06 <0005 |0 ppm 0.0005 (.002 | Discharge from
electronics, glass, and
Leaching from ore-
processing sites; drug
factories

Volatile Organic Contaminants

55. Benzens 1 12/07/04 <0.5 0 pph 0 5 | Discharge from
factories; leaching from
gas storage lanks and
landfills

56. Carbon n 12/007/04 <0.5 0 ppb 0 5 { Discharge from

tetrachloride chemical plants and
other industrial
activities

58. 0~ ppb 600 600 { Discharge from

Dichlorobenzene industrial chemical
factories

59. p- n 12/071/04 <0.5 0 ppb 75 75 { Discharge from

Dichlorobenzene industrial chemical
factories

60. 1,2 — n 12/07/04 <(.5 ] ppb Y 5 | Discharge from

Dichloroethune industrial chemical
factories

61. 1,1 - n 12/07/04 <0.5 ¢ pph 7 7 | Discharge from

Dichloroethylene industrial chemical
factories

62. cis-1,2- n 12/07/04 <0.5 0 ppb 70 70 | Discharge from

ichloroethylene industrial chemical
faclories

63, trans- 1,2 - n 12/07/04 <0.5 0 ppb 100 100 | Discharge from

Dichloroethylene industrial chemical
factories

64. n 12/07/04 <0.5 0 ppb 0 5 | Discharge from

Dichloromethane pharmaceutical and
chemical factorics

65, 1,2- n 12/07/04 <0.5 0 ppb 0 5 { Discharge from

Dichloropropane

industrial chemical
factories




60. Ethylbenzene n 12/07/04 <Q.5 ¢ ppb 700 700 | Discharge from
petroleum refineries

67. Siyrene n 12/077/04 <0.5 0 ppb 100 100 | Discharge from rubber
and plastic factories;
leaching from landfills

68. n 12/07/04 <0.5 0 ppb 0 5 | Leaching from PVC

Tetrachloroethylene pipes; discharge from
factories and dry
cleaners

|

69. 1,24~ n 12/07/04 <{).5 0 prb 70 70 Discharge from textile-

Trichlorobenzene finishing laclorics

70. L,1,1 - n 12/07/04 <0.5 0 ppb 200 2G0 | Discharge from metal

Trichloroethane degreasing sites and
other factories

714,12~ n 12/07/04 <0.5 G pob 3 3 | Discharge from

Trichloroethane industrial chemical
factories

72. n 12/07/04 <(.5 0 ppb 0 3 | Discharge from metal

Trichloroethylene degreasing siles and
other factories

74. Toluene n 12/07/04 <0.0005 | 0 ppm ; 1 | Discharge from
petroleum factories

75. Vinyl Chloride | n 12/07/04 <0.5 0 ppb 0 2 | Leaching from PVC
piping; discharge from
plastics factories

76. Xylenes n 12/07/04 <0.0005 | 0 ppm 10 10 | Discharge from
petroleum factories;
discharge from
chemical factories

80 | By-product of drinking

TTHM n 09/11/07 19.67 0 ppb 0
HAAS n 09/11/07 4.70 0 ppb 0 60 | water chlorination
Chlerine n 2008 0.80 0.79 - 0.80 ppm 0 MDRL =4 | Water additive used 10
control microbes

CHLORINE RESIDUAL MONITORING VIOLATIONS
PWS 1D SYSTEM NAME COMPLIANCE PERIOD SAMPLES

BEGIN DATE, END DATE COLLECTED REQUIRED
0690009 Back Acres 07/01/2007 07/31/72007 0 1

Monitoring and reporting of compliance data violations

We are required to monitor your drinking water for specific constituents on a monthly basis. Results of regular
monitoring are an indicator of whether or not our drinking water meets health standards. Beginning January 1,
2004, the Mississippi State Department of Health (MSDH) required public water systems that use chlorine as a
primary disinfectant to monitor/test for chlorine residuals as required by the Stage 1 Disinfection By-Products
Rule. Our water system failed to complete these monitoring requirements: therefore we cannot be sure of your
water quality during this particular time. |When we took the required water sample for Back Acres during the
month of July 2007, the chlorine residual was taken, but we failed to write the chlorine residual on the
sample form. The sample came back negative/good, but this resulted in the chlorine residual monitoring
violation.)

ADDITIONAL INFORMATION for LEAD

If present, elevated levels of lead can cause serious health problems, especially for pregnant women and young
children. Lead in drinking water is primarily from materials and components associated with service lines and
home plumbing. Back Acres is responsible for providing high quality drinking water, but cannot control the




variety of materials used in plumbing components. When you water has been sitting for several hours, you can
minimize the potential for lead exposure by flushing your tap for 30 seconds to 2 minutes before using water for
drinking or cooking. If you are concerned about lead in your water, you may wish to have your water tested.
Information on lead in drinking water, testing methods, and steps you can take to minimize exposure is available
from the Safe Drinking Water Hotline or at hiip://www epa.govisalewater/lead. The Mississippi State Department
of Health Public Health Laboratory offers lead testing for $10 per sample. Please contact (601)576-7582 if you
wish to have your water tested.

A Message from MSDH Concerning Radiological Sampling

In accordance with the Radionuclides Rule, all community public water supplies were required to sample
quarterly for radionuclides beginning January 2007 — December 2007. Your public water supply completed
sampling by the scheduled deadline; however, during an audit of the Mississippi State Department of Health
Radiological Health Laboratory, the Environmental Protection Agency (EPA) suspended analyses and reporting of
radiological compliance samples and results until further notice.

Although this was not the result of inaction by the public water supply, MSDH was required to issue a violation.
The Bureau of Public Water Supply is taking action to resolve this issue as quickly as possible. If you have any
questions, please contact Melissa Parker, Deputy Director, Bureau of Public Water Supply, at 601-576-7518.

Some people may be more vulnerable to contaminants in drinking water than the general population. Immuno-

compromised persons such as persons with cancer undergoing chemotherapy, persons who have undergone organ
transplants, people with HIV/AIDS or other immune system disorders, some elderly, and infants can be
particularly at risk from infections. These people should seek advice about drinking water from their health care
providers. EPA/CDC guidelines on appropriate means to lessen the risk of infection by cryptosporidium and
other microbiological contaminants are available from the Safe Drinking Water Hotline.

Please call 662-562-8456 if you have questions.

We ask that all our customers help us protect our water sources, which are the heart of our community, our way
of life and our children’s future.



2008 CCR Contact Information
Date: (O/QIQ/O? Time: 42:523

! /

PWSID: QDQOOOQ
System Name: Bap b (?/(‘ /w?

Lead/Copper Language MSDH Message re: Radiological Lab
MRODL Violation Chlorine Residual (MRDL) RAA |
Other Violation(s)

Will correct report & mail copy marked "corrected copy" to MSDH.

Will notify customers of availability of corrected report on next monthly bill.

W\ Ao o Coecerted (bouand row

W\ Ao o Cogeeated bPU_ang. Nowfy Customere,
pf _oilable. Porcerte (Epe t on the Water bl
0nd  Sena ub a Copy

LY

Spoke with _( ‘ \'\a( cd (Opuse . bED Sb3-2139
(Operator, Owner, Secretary) |




